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12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

TURNSTILE #2 - ENTRY
RBSN

SWING GATE #1- ENTRY
RBSN

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

KT400 - #
ACCESS CONTROLLER

ser#_________

RS-232

MODEL
BSCPPC1640U

16VAC XFMR

+         -

120V 40VA
@ U.P.S.

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

G
N

D
 (B

K
)

+1
2 

V
D

C
 (R

D
)

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

G
N

D
 (B

K
)

(BK)

(BK)

(BK)

(RD)

(RD)

18/2 AWG
CONDUCTOR
(TYP.)

+1
2 

V
D

C
 (R

D
)

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

G
N

D
 (B

K
)

+1
2 

V
D

C
 (R

D
)

3M UY2 - BUTT SPLICE
SQUEEZE-SHUT CONNECTORS

2x 18/2  INDOOR / OUTDOOR CABLE

Data "0" (BK
Data "1" (RD)

GND (BK)
+12 VDC (RD)

To Cabinet
door switch

To Rechargeable
12V 7 A/H Battery

multiCLASS
RP40 SE

KT-400 #1
READER - 2

SWING GATE 1
( ENTRY )

multiCLASS
RP40 SE

KT-400 #1
READER - 1

TURNSTILE 1
( ENTRY )

1

TURNSTILE 1
DECK ENTRY

Reader - 1

SWING GATE 1
DECK ENTRY

Reader - 2

TURNSTILE 2
SLIDE ENTRY

Reader - 3

11.2 to 13.75 VDC
500 mA

NOTE: If Proximity readers
have screw terminals

Butt Splices not required

(RD) (BK)

(BK)

(RD)

(RD) (BK)

(BK)

(RD)

(RD) (BK)

(BK)

(RD)

MAC ADDRESS:   -   -   -   -   -

DECK & SLIDE ENTRANCES

18/2  INDOOR / OUTDOOR CABLE

75VA

RELAYS 30VDC 3A max ea.

RELAYS 30VDC 3A max ea.

-

multiCLASS
RP40 SE

KT-400 #1
READER - 3

TURNSTILE 2
( ENTRY )

TURNSTILE #1- ENTRY
RBSN

To
 E

nt
ra

P
A

S
S

 W
or

k 
S

ta
tio

n
vi

a 
LA

N
 / 

S
w

itc
h

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

Data "0" (BK)
Data "1" (RD)

GND (BK)
+12 VDC (RD)

3M UY2 - BUTT SPLICE
SQUEEZE-SHUT CONNECTORS

Data "0" (BK)
Data "1" (RD)

GND (BK)
+12 VDC (RD)

NOTE: If Proximity readers
have screw terminals

Butt Splices not required

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

GND (BK)

GND (BK)

GND (BK)

NOTE:
CONNECTION 000 & 002 AND 001 & 003

MAY BE REVERSED DEPENDING ON
TURNSTILE DIRECTION AND

INSTALLATION ORIENTATION

TURNSTILE #2

+
-

5-16VDC 200mA PEAK

5-16VDC 200mA PEAK

5-16VDC 200mA PEAK

2x 18/2  INDOOR / OUTDOOR CABLE

2x 18/2  INDOOR / OUTDOOR CABLE

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

KV-16DR

OUT

IN

0

0ch

1 2 3 4 5

0 1 2 3 4 5 6 7 8 9

C1 001 003 005 007 009
008006004002000

5ch
500

C3 C4
501 502 504

503 50524V-IN-0V

SOLENOID

FROM eFlow P.S. #1
PD4UL MODULE

3P & 3N

NO COM

FIRE ALARM PANEL
TYP. (by others)

COM

COM

NC

NO

LI
M

IT
 S

W
IT

C
H

 1

NO

DIRECTION 1

2x 18/2  INDOOR / OUTDOOR CABLE

18/2  INDOOR / OUTDOOR CABLE
NOTE:

CONNECTION 000 & 002 AND 001 & 003
MAY BE REVERSED DEPENDING ON

TURNSTILE DIRECTION AND
INSTALLATION ORIENTATION

SWING GATE #1

+
-

KV-16DR

OUT

IN

0

0ch

1 2 3 4 5

0 1 2 3 4 5 6 7 8 9

C1 001 003 005 007 009
008006004002000

5ch
500

C3 C4
501 502 504

503 50524V-IN-0V

SOLENOID

FROM eFlow P.S. #1
PD4UL MODULE

2P & 2N

NO COM

FIRE ALARM PANEL
TYP. (by others)

COM

COM

NC

NO

LI
M

IT
 S

W
IT

C
H

 1

NO

DIRECTION 1

2x 18/2  INDOOR / OUTDOOR CABLE

18/2  INDOOR / OUTDOOR CABLE
NOTE:

CONNECTION 000 & 002 AND 001 & 003
MAY BE REVERSED DEPENDING ON

TURNSTILE DIRECTION AND
INSTALLATION ORIENTATION

TURNSTILE #1

+
-

KV-16DR

OUT

IN

0

0ch

1 2 3 4 5

0 1 2 3 4 5 6 7 8 9

C1 001 003 005 007 009
008006004002000

5ch
500

C3 C4
501 502 504

503 50524V-IN-0V

SOLENOID

FROM eFlow P.S. #1
PD4UL MODULE

1P & 1N

NO COM

FIRE ALARM PANEL
TYP. (by others)

COM

COM

NC

NO

LI
M

IT
 S

W
IT

C
H

 1

NO

DIRECTION 1

2x 18/2  INDOOR / OUTDOOR CABLE

3P
 3

N
 

4P
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N
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N
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050115



12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

TURNSTILE #5 - EXIT
RBSN

TURNSTILE #4 - EXIT
RBSN

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

KT400 - #
ACCESS CONTROLLER

ser#_________

RS-232

MODEL
BSCPPC1640U

16VAC XFMR

+         -

120V 40VA
@ U.P.S.

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

G
N

D
 (B

K
)

+1
2 

V
D

C
 (R

D
)

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

G
N

D
 (B

K
)

(BK)

(BK)

(BK)

(RD)

(RD)

18/2 AWG
CONDUCTOR
(TYP.)

+1
2 

V
D

C
 (R

D
)

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

G
N

D
 (B

K
)

+1
2 

V
D

C
 (R

D
)

3M UY2 - BUTT SPLICE
SQUEEZE-SHUT CONNECTORS

2x 18/2  INDOOR / OUTDOOR CABLE

Data "0" (BK
Data "1" (RD)

GND (BK)
+12 VDC (RD)

To Cabinet
door switch

To Rechargeable
12V 7 A/H Battery

multiCLASS
RP40 SE

KT-400 #2
READER - 2

TURNSTILE 4
( EXIT )

multiCLASS
RP40 SE

KT-400 #2
READER - 1

TURNSTILE 3
( EXIT )

2

TURNSTILE 3
DECK EXIT
Reader - 1

TURNSTILE 4
DECK EXIT
Reader - 2

TURNSTILE 5
DECK EXIT
Reader - 3

11.2 to 13.75 VDC
500 mA

NOTE: If Proximity readers
have screw terminals

Butt Splices not required

(RD) (BK)

(BK)

(RD)

(RD) (BK)

(BK)

(RD)

(RD) (BK)

(BK)

(RD)

MAC ADDRESS:   -   -   -   -   -

DECK & SLIDE ENTRANCES

75VA

RELAYS 30VDC 3A max ea.

RELAYS 30VDC 3A max ea.

-

multiCLASS
RP40 SE

KT-400 #2
READER - 3

TURNSTILE 5
( EXIT )

TURNSTILE #3 - EXIT
RBSN

To
 E

nt
ra

P
A

S
S

 W
or

k 
S

ta
tio

n
vi

a 
LA

N
 / 

S
w

itc
h

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

Data "0" (BK)
Data "1" (RD)

GND (BK)
+12 VDC (RD)

3M UY2 - BUTT SPLICE
SQUEEZE-SHUT CONNECTORS

Data "0" (BK)
Data "1" (RD)

GND (BK)
+12 VDC (RD)

NOTE: If Proximity readers
have screw terminals

Butt Splices not required

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

GND (BK)

GND (BK)

GND (BK)

5-16VDC 200mA PEAK

5-16VDC 200mA PEAK

5-16VDC 200mA PEAK

2x 18/2  INDOOR / OUTDOOR CABLE

2x 18/2  INDOOR / OUTDOOR CABLE

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

(BK)

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

TURNSTILE #6 - EXIT
RBSN

(RD) (BK)

(BK)

(RD)

12 / 24 Vdc - (12V factory)
15mA SPDT Relay Module

D
at

a 
"0

" (
B

K
)

D
at

a 
"1

" (
R

D
)

+1
2 

V
D

C
 (R

D
)

2x 18/2  INDOOR / OUTDOOR CABLE

P1-1

Data "0" (GN)
Data "1" (WT)

+5-12 VDC (RD)

Red LED (BN)
Beeper (YL) *not used

P1-6

P1-3
P1-4

P2-4
P2-3

TERMINAL PORT

PIGTAIL

multiCLASS

Data "0" (BK
Data "1" (RD)

GND (BK)
+12 VDC (RD)

multiCLASS
RP40 SE

KT-400 #2
READER - 4

TURNSTILE 6
( EXIT )

GND (BK)

NOTE:
CONNECTION 000 & 002 AND 001 & 003

MAY BE REVERSED DEPENDING ON
TURNSTILE DIRECTION AND

INSTALLATION ORIENTATION

TURNSTILE #5

KV-16DR

OUT

IN

0

0ch

1 2 3 4 5

0 1 2 3 4 5 6 7 8 9

C1 001 003 005 007 009
008006004002000

5ch
500

C3 C4
501 502 504

503 50524V-IN-0V

SOLENOID

NO COM

FIRE ALARM PANEL
TYP. (by others)

COM

COM

NC

NO

LI
M

IT
 S

W
IT

C
H

 1

NO

DIRECTION 1

2x 18/2  INDOOR / OUTDOOR CABLE

NOTE:
CONNECTION 000 & 002 AND 001 & 003

MAY BE REVERSED DEPENDING ON
TURNSTILE DIRECTION AND

INSTALLATION ORIENTATION

KV-16DR

OUT

IN

0

0ch

1 2 3 4 5

0 1 2 3 4 5 6 7 8 9

C1 001 003 005 007 009
008006004002000

5ch
500

C3 C4
501 502 504

503 50524V-IN-0V

SOLENOID

NO COM

FIRE ALARM PANEL
TYP. (by others)

COM

COM

NC

NO

LI
M

IT
 S

W
IT

C
H

 1

NO

DIRECTION 1

2x 18/2  INDOOR / OUTDOOR CABLE

NOTE:
CONNECTION 000 & 002 AND 001 & 003

MAY BE REVERSED DEPENDING ON
TURNSTILE DIRECTION AND

INSTALLATION ORIENTATION

TURNSTILE #3

KV-16DR

OUT

IN

0

0ch

1 2 3 4 5

0 1 2 3 4 5 6 7 8 9

C1 001 003 005 007 009
008006004002000

5ch
500

C3 C4
501 502 504

503 50524V-IN-0V

SOLENOID

NO COM

FIRE ALARM PANEL
TYP. (by others)

COM

COM

NC

NO

LI
M

IT
 S

W
IT

C
H

 1

NO

DIRECTION 1

2x 18/2  INDOOR / OUTDOOR CABLE

NOTE:
CONNECTION 000 & 002 AND 001 & 003

MAY BE REVERSED DEPENDING ON
TURNSTILE DIRECTION AND

INSTALLATION ORIENTATION
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12V 7AH BATTERY

12V 7AH BATTERY12V 7AH BATTERY12V 7AH BATTERY

12V 7AH BATTERY12V 7AH BATTERY

1
2" MDF

3"

61
2"

3"

3"

41
2"

3"3" 3"

WALL MOUNTED EQUIPMENT LAYOUT

U.P.S. w/
Battery

Pack on
fixed shelf

Turnstile Power
Supplies

KT-400 2 & Relays

KT-400 1 & Relays

Turnstile Controllers
2 3 4 51

5 Port Switch
1'-1"

1'-01
2"

1'-1"
1'-21

2"

1'-21
2" 1'-21

2"

1'-21
2"

81
4"

31
2"

1'-6"

1'-01
2" 115

8" 115
8"

115
8" 115

8"

1'-51
4"31

2"


